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A5

 CALGREEN REQUIREMENTS:
0- RECYCLE AND/OR SALVAGE FOR REUSE A MIN OF 65% OF THE NON-HAZARDOUS
 CONSTRUCTION AND DEMOLITION WASTE IN ACCORDANCE WITH ONE OF THE FOLLOWING:

a) COMPLY WITH A MORE STRINGENT LOCAL CONSTRUCTION AND DEMOLITION WASTE MANAGEMENT ORDINANCE; OR
b) A CONSTRUCTION WASTE MANAGEMENT PLAN, PER SEC. 4.408.2; OR
c) A WASTE MANAGEMENT COMPANY, PER SEC. 4.408.3; OR
d) THE WASTE STREAM REDUCTION ALTERNATIVE, PER SEC 4.408.4

1- ADHESIVES, SEALANTS AND CAULKS SHALL BE COMPLIANT WITH VOC AND OTHER TOXIC COMPOUND LIMITS.

2- PAINTS, STAINS AND OTHER COATINGS SHALL BE COMPLIANT WITH VOC LIMITS.

3- AEROSOL PAINTS AND CATINGS SHALL BE COMPLIANT WITH PRODUCT WEIGHTED MIR LIMITS FOR ROC AND OTHER
 TOXIC COMPOUNDS.

4- DOCUMENTATION SHALL BE PROVIDED TO VERIFY THAT COMPLIANT VOC LIMIT FINISH MATERIALS HAVE BEEN USED.

5- CARPET AND CARPET SYSTEMS SHALL BE COMPLIANT WITH VOC LIMITS.

6- MOISTURE CONTENT OF BUILDING MATERIALS USED IN WALLS AND FLOOR FRAMING IS CHECKED BEFORE CLOSURE.

7- PLUMBING FIXTURES AND FITTINGS REQUIRED IN SEC. 4.303.1 SHALL BE INSTALLED IN ACCORDANCE WITH CPC AND SHALL
MEET THE APPLICABLE REFERENCED STANDARDS.

8- PLUMBING FIXTURES SHALL COMPLY WITH THE FOLOOWING
· WATER CLOSET - 1.28 GPM
· SHOWER HEADS - 1.8 GPM AT 80 PSI
· KITCHEN FAUCETS - 1.8GPM AT 60 PSI
· LAVATORY FAUCETS - 1.2 GPM AT 60 PSI & MIN 0.8 GPM AT 20 PSI

9- ANNULAR SPACES AROUND PIPES, ELECTRIC CABLES, CONDUITS OR OTHER OPENINGS IN SOLE/BOTTOM PLATES AT EXTERIOR
 WALLS SHALL BE PROTECTED AGAINST THE PASSAGE OF RODENTS BY CLOSING SUCH OPENINGS WITH CEMENT MORTAR,
 CONCRETE MASONRY OR SIMILAR METHOD ACCEPTABLE TO THE ENFORCING AGENCY.

10- DUCT OPENINGS AND OTHER RELATED AIR DISTRIBUTION COMPONENTS SHALL BE COVERED DURING CONSTRUCTION.

11- 80% OF FLOOR AREA RECEIVING RESILIENT FLOORING SHALL COMPLY WITH VOC-EMISSION LIMITS DEFINED BY CHPS

12-PARTTICLEBOARD, MEDIUM DENSITY FIBERBOARD (MDF) AND HARDWOOD USED IN INTERIOR FINISH SYSTEMS SHALL COMPLY
 WITH LOW FORMALDEHYDE EMISSION STANDARDS.

13- INSTALL ONLY DIRECT VENT SEALED-COMBUSTION GAS OR SEALED WOOD-BURNING FIREPLACES, OR A SEALED WOODSTOVE.

14- VAPOR RETARDERS AND CAPILLARY BRAKE IS INSTALLED IN SLAB ON GRADE FOUNDATION

15- OPERATIONAL MANUALS SHOULD BE PROVIDED TO THE OWNER OR BUILDING OCCUPANTS

16- THE LICENSED PROFESSIONAL RESPONSIBLE TO VERIFY CALGREEN COMPLIANCE IS QUALIFIED AND ABLE TO DEMONSTRATE
 COMPETENCE IN THE DISCIPLINE THEY INSPECT AND VERIFY. VERIFICATION AND SUBMITTAL OF IMPLEMENTATION FORM TO
 THE CITY IS REQUIRED PRIOR TO FINAL INSPECTION APPROVAL.

17. BATHROOM FAN MUST BE HIGH EFFICIENCY
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